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Loudoun
Youth
Shelter

Additions &
Renovations

ELECTRICAL
LIGHTING PLANS

67#'73#(#
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E101
�+

�2

 1/8" = 1'-0"E101

1

BUILDING 1 - BASEMENT FLOOR
PLAN LIGHTING

 1/8" = 1'-0"E101

2

BUILDING 1 - LEVEL 1 FLOOR PLAN
LIGHTING

 1/8" = 1'-0"E101

3

BUILDING 2 - FLOOR PLAN
LIGHTING

NOTES:
1. CONNECT INNER LAMP BALLAST TO ONE SWITCH AND OUTER LAMP BALLAST
      TO ANOTHER SWITCH .

2. OVERRIDE SWITCHES TO TURN LIGHTS OFF, AND TO CONTROL LTG LEVELS.

3. CONNECT LIGHTS VIA PHOTOCELL, OCCUPANCY SENSOR AND OVERRIDE SWITCH.

4. ALL EXTERIOR BLDG. MOUNTED FIXTURES IN BLDG. 1 SHALL BE CONTROLLED BY PHOTOCELL
     AND SHALL BE EQUIPPED WITH EMERGENCY BATTERY BACK-UP BALLAST
     CONNECTED AHEAD OF PHOTOCELL.  CONNECT TO CIRCUIT LP1-47.

5. WALL MOUNTED LIGHTING SENSOR WITH 2 BUTTONS:  1 BUTTON CONTROLS
      INNER LAMP BALLAST AND ANOTHER BUTTON CONTROLS OUTER LAMP BALLAST.

6.   CONNECT EMERGENCY BALLAST AHEAD OF ALL SWITCHES.

7.   FURNISH WITH REMOTE EMERGENCY BACK-UP BALLAST.  INSTALL IN CEILING SPACE IN ADJACENT AREAS.

NOTE 4

No. Description Date
1 ADDENDUM #1 05/12/2010


